
Bryn Hyfry
d

Training Centre

46

36
24

52

38

O
FF

A

34
26

59 63

53

78

8272

50 C
R

O
G

EN

90

64
62

58

37

158

CHARLES STREET

To
wing

 P
ath

Sinks

Af
on

 B
ra

dle
y

Marina

MP
193.75

ED
 Bdy

94.5m

Cottage
Parkgate

Cottage
Lodge Farm

Afon Bradley Farm

(L
la

ng
ol

le
n

Br
an

ch
)

Sinks

Issues

99.3m

Kilns
(disused)

Sh
ro

ps
hi

re
 U

ni
on

 C
an

al

39

14

16 1 9

102

31

Af
on

 B
ra

dle
y

43

10

14

WERN

O
FFA

O
FFA

MP
193.5 Play

Area

Post6

22

40

W
ER

N

Sub
Sta

El

LB

23

12

34

1

28

30

2

B 5070

C
R

O
G

EN

CROGEN

Mast

11

Briar Bank

HyfrydGas

Governor

Upper Wharf

1

17

Bradley

Afon

102.0m

16
15

9 14

17

4
9

16 1

18

5

19

25

G
EO

R
G

E STR
EET

5

9

17

14
C

R
O

G
EN

O
FFA

43

2 10 14

39

12
17

JO
H

N
 STR

EET

CHARLES STREET

8 15

20

9

21

1

25

14

16

1

11

6

47

37

58
62 64

90

94

C
R

O
G

EN

50

72

7582

78

53

O
FFA

63

69
59

26 34
70

O
FF

A

38

64

52

14

LINDEN AVENUE

61

24
36

63

67
69

46 77 75

56

Issues

The Lodge

Kronoplus 

East Warehouse

Logyard

Lagoon

Sewage
treatment
plant

Roundwood
Storage
3,865m²

Roundwood
Storage
3558m²

Lagoon

Level
Crossing

10
2.

00

10
2.

00

10
2.0

0

102.0098.50

107.50

10
6.

00

106.00

107.00

108.00

10
6.

50

106.50

105.50

10
5.

50

105.50

10
5.

00

10
5.

00

10
5.0

0

105.00

105.00

10
4.

50

10
4.

50

10
4.

50

104.50

10
4.

00

10
4.

00

10
4.

00

104.00

10
3.

50

10
3.

50

103.50

103.50

10
3.

00

10
3.0

0

10
3.

00

103.00

10
2.

50

10
2.

50

10
2.

50

102.50

10
1.

50

10
1.

50
10

1.
50

101.50

10
1.

00
10

1.0
0

101.00

10
0.

50

100.50

100.50

100.00

100.00

99.00

98.00

INTERCEPTO
R SIZE AND

LO
CATIO

N AND DUCT

RO
UTE TO

 BE CO
NFIRM

ED

INTERCEPTOR SIZE AND

LOCATION AND DUCT

ROUTE TO BE CONFIRMED

RoundwoodStorage3865m²

Roundwood  Storage 2765m²

Banking to be extended toprovide cover to the pipe.

Need to alter proposedground levels to providecover to SPEL Puraceptor.(Min ground level ≈ 85.000)Need to confirm levels in ditch / stream.(Outlet IL=82.930m AOD assumed)

Wetland Area 1.

WetlandArea 2.

46

45

44

43

42

41

39

38

37

36

35

34

33

32

30

29

28

1

2

3

4

5

6

7

9

10

11

13

14

15

16

17

18

19

20

23

24

25

26

In
 W

ei
gh

br
id
ge

In
 W

ei
gh

br
id
ge

Ou
t 

W
ei
gh

br
id
ge

In
 W

ei
gh

br
id
ge

Fi
re

Es
ca

pe

So
il

KRONOSPAN STATUS
Date  ..............................................................19/03/2025

WAITED COMMENTS
DeadlineKRONOSPAN
By
By
By

WAITED APPROVALDISTRIBUTION
Deadline
By
By
By

Cc6 ....

WARNING
Not receving comments and / or approval
within above deadlines, the drawing is intended
as "APPROVED" under full resposibility of the
listed commenters and / or approvers.

CERTIFIED Date

Attn
Cc1
Cc2

Cc3

Date

Cc4
Cc5
Cc6

Date
By

By

STATUS

YYYY-MM-DD

YYYY-MM-DD
#####

YYYY-MM-DD

YYYY-MM-DD

YYYY-MM-DD

Project number Projekt name

Description

Drawing number

Checked

Drawn

Project leader

Date Name

Index Modification Date Name

Size Scale

Index Sheet/Number

Norm
ISO

origin

Status

wr
itt

en
 a

ut
ho

ris
at

io
n 

is
 f
or

bi
dd

en
 a

nd
 m

ay
 b

e 
un

la
wf

ul
.

Un
au

th
or

is
ed

 d
is
tr
ib
ut

io
n 

or
 u

til
is
at

io
n 

wi
th

ou
t 
pr

io
r

Th
is
 d

ra
wi
ng

 is
 t
he

 p
ro

pe
rt
y 

of
 K

ro
no

pl
us

 T
ec

hn
ica

l 
AG

.
Co

nf
id
en

ti
al
it
y

Technology

Kronospan Ltd
Maesgwyn Farm
LL14 5NT Chirk, Wrexham
United Kingdom

Xylo Technologies AG
Rütihofstrasse 1
CH-9052 Niederteufen
Schweiz

Subprocess
Process

Division
Sub Category

A1

.
.
.

.

M.Welch10.02.2025

Phasing Plan 1a

7000/805 .

NTS .

.

.

..

. . . .

. . . .

. . ..

1 5

..

132kV Substation & North Access Road
.

.

Development
Boundary

KEY

Construction Area

AutoCAD SHX Text
97.300

AutoCAD SHX Text
97.400

AutoCAD SHX Text
97.500

AutoCAD SHX Text
97.600

AutoCAD SHX Text
97.700

AutoCAD SHX Text
97.800

AutoCAD SHX Text
97.900

AutoCAD SHX Text
98.000

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
15

AutoCAD SHX Text
14

AutoCAD SHX Text
16

AutoCAD SHX Text
H

AutoCAD SHX Text
G

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
B

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
H

AutoCAD SHX Text
G

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
B

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
15

AutoCAD SHX Text
14

AutoCAD SHX Text
16


	Sheets and Views
	7000_805 - Phase 1a


