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<< 300Ø

SURFACE WATER CATCHPIT TO PICK UP
ANY SEDIMENTS WITHIN SEWER LINE BEFORE
ENTRY IN TO ATTENUATION FEATURE.

SURFACE WATER FROM RE DIRECTED
NETWORK TO OUTFALL/DISCHARGE TO
CURRENT OUTFALL MANHOLE TO ENSURE
CONSISTENT FLOW CONVEYANCE
THROUGH OUT DOWNSTREAM NETWORK.
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MH03
CL: 36.51
IL: 32.71

IL: 34.16

MH060
CL: 31.37
IL: 29.59

MH
CL: 32.15
IL: 30.75

MH058
CL: 31.75
IL: 30.80

FW

FW

FW

FW

FW

MH08
CL: 30.94
IL: 30.27

FFL TO BE NO LOWER THAN CURRENT EXISTING
BUILDING FFL AS PER FRA REQUIREMENTS.
MINIMUM SET LEVEL = 35.33

SW05
CL: 35.33
IL: 33.91

SW06
CL: 35.33
IL: 33.71

SW06
CL: 35.33
IL: 33.435

SW07
CL: 36.80
IL: 33.22

SW08
CL: 35.50
IL: 34.00

SW09
CL: 35.50
IL: 33.87

SW10
CL: 35.50
IL: 33.58
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475Ø
 >>

EXISTING BUILDING CONNECTIONS ROUTING
THROUGH PROPOSED EXTENSION TO BE RE ROUTED
INTO EXISTING SURFACE WATER SEWER NETWORK.
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LINE OF CLOUDED EXISTING PIPE IS ASSUMED DUE
TO LACK OF INFORMATION FROM GPRS SURVEY,
NEW PIPE TO FEED INTO PROPOSED NETWORK, LINE
OF SEWER T BE CONFIRMED BY CONTRACTOR ON
SITE BEFORE CONSTRUCTION.

sonde beyond this point
NOTE:- Unable to push

xx
xxx
xxx

FOUL CONNECTIONS FROM EXISTING BUILDING,
EXISTING MANHOLE LIKELY TO PROVIDE NEW
OUTFALL LOCATION FOR ANY NEW FOUL OUTFALL
POINTS AS TO BE CONFIRMED AT DETAIL DESIGN.

<< 300Ø

300Ø
 >>

SW 900Ø
CL: 32.32
IL: 30.67

SW 900Ø
CL: 32.32
IL: 30.60

SW 900Ø
CL: 32.32
IL: 30.55

DIVERSION LEVELS/GRADIENTS TO BE CONFIRMED
BY WAY OF EXISTING PIPE DEPTH CONFIRMATION
ON SITE BY CONTRACTOR BEFORE CONTRACTOR.

SW 900Ø
CL: 31.54
IL: 29.52

SW 900Ø
CL: 32.19
IL: 29.30

SW 900Ø
CL: 32.19
IL: 28.85

FFL TO BE NO LOWER THAN CURRENT EXISTING
BUILDING FFL AS PER FRA REQUIREMENTS.
MINIMUM SET LEVEL = 31.00

CONTRACTOR TO BE AWARE
OF POSSIBLE EXISTING RISING
MAIN RUNNING THROUGH SITE.
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DRAINAGE NOTES:

FOR INFORMATION PURPOSES THE FOLLOWING SHOULD BE ASSUMED:

ALL INDICATED SURFACE WATER SEWERS ARE 100mm IN DIAMETER AND HAVE A MINIMUM GRADIENT OF
1:100 UNLESS OTHERWISE STATED.

FOUL WATER HAS NOT BEEN PROPOSED FOR ADDITIONAL BUILDING FOOTPRINT, SVP'S REQUIRED FROM
ARCHITECT BEFORE PROPSED NETWORK CAN BE CONFIRMED.

ALL MANHOLE AND SEWER TRENCH DEPTH SHOULD PROVIDE A MINIMUM COVER OF 1.2m TO THE SOFFIT
OF THE PIPE. FURTHER LEVEL INFORMATION WILL BE CALCULATED IN DUE COURSE.

ALL DRAINAGE PROPOSALS ARE INDICATED FOR INDICATIVE PURPOSES ONLY AND SHOULD NOT BE USED
FOR CONSTRUCTION.

FURTHER CLARIFICATION REQUIRED REGARDING LOCATION OF SVP AND RWP LOCATIONS BY ARCHITECT
PRIOR TO DETAILED DESIGN.

CURRENTLY ALL INVERT LEVELS ARE INDICATIVE FOR THE DRAINAGE DESIGN PENDING FINALISED FINISH
FLOOR LEVEL. FURTHER INVESTIGATIONAL UNDERTAKEN TO DETERMINE DEPTHS AT THE OUTFALL
LOCATIONS, CONTRACTOR TO CONFIRM BEFORE CONSTRUCTION.

GULLIES HAVE NOT BEEN PROPOSED FOR THE HARDSTANDING AREAS, DETAILED LEVEL DESIGN REQUIRED
BEFORE HARDSTANDING DRAINAGE CAN BE CONFIRMED.

RWP'S & SVP'S TO BE CONFIRMED BY ARCHITECT BEFORE UNDERSLAB PIPE ROUTING AND BUILDING
DOWNPIPE PICK UP POINTS CAN BE CONFIRMED.

ALL MANHOLES WITHIN HEAVY VEHICLE LOADINGS TO HAVE D400 COVER LIDS.

P01 GP First Issue 14.02.23

PROPOSED IMPERMEABLE AREA of 0m²

GENERAL NOTES

THIS DRAWING TO READ IN CONJUNCTION WITH ALL RELEVANT STRUCTURAL AND ARCHITECTURAL
DRAWINGS AND SPECIFICATIONS.

ALL DIMENSIONS TO BE CHECKED ON SITE BY THE CONTRACTOR / FABRICATOR PRIOR TO COMMENCEMENT
OF WORKS.

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS STATED OTHERWISE.

ALL WORKS TO BE CARRIED OUT IN STRICT ACCORDANCE WITH THE ENGINEER'S SPECIFICATIONS, RELEVANT
BRITISH STANDARDS AND WHERE APPLICABLE LOCAL AUTHORITIES REQUIREMENTS.

IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO LOCATE ANY SERVICE/UTILITY APPARATUS IN THE VICINITY
OF THE WORKS BEFORE DRAINAGE INSTALLATION HAS COMMENCED.
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SCALE BAR 1:250
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SURFACE WATER IMPERMEABLE CATCHMENTS
PLAN WITHIN EXTENT OF PROPOSED EXTENSION.

EXISTING IMPERMEABLE AREA of 13,848m²

P02 GP Welsh Water Asset Easement Added 29.11.24
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