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MOUNT ALYN GATEHOUSE, CROESHOWELL HILL, BURTON, ROSSETT 
 
A cross section plan showing the proposed gas membrane installation has been submitted to 
me in regard to Condition 3 of the above planning permission. Having consulted with Building 
Control I can confirm that we do not have any concerns with the solution proposed. Before 
recommending that the condition is discharged the specification of the membrane product to 
be used should also be provided for approval. On receipt of that information I should be able 
to recommend the condition is discharged. 
 
Until the gas protection measure are installed, inspected and a verification report submitted 
for approval I would not recommend discharge of Condition 4. 
 
Should you have any queries regarding this memo please do not hesitate to contact me on 
Ext 8771. 
 

 
Angela Guy 
Contaminated Land Officer 
 
 

MEMORANDUM 
 


