
 

 

 
C1/SEA/195/RA/SO/1.0/L1 
31st May 2018 
 
Mr. S. Oulton 
Almar Construction Ltd 
15 Fairhaven 
Weston 
Crewe 
CW2 5GG 
 
Dear Stephen 
 
TUDOR DRIVE, PENLEY. 
 
Further to our telephone conversation, please find below conformation of the infiltration 
test results. 
 
We attended site on 30th January 2017 and excavated 3 no trial pits for infiltration tests 
across the site. These were placed in areas which would allow soakaways to be located in 
accordance with Building Regulations stand-off requirements. 
 
Trial pit 1 was taken to a depth of 2.1m and water filled to a depth of 600mm. No 
infiltration was recorded over a 6 hour period. 
Trial pit 2 was taken to a depth of 1.35m and water filled to a depth of 600mm. No 
infiltration was recorded over a 6 hour period. 
Trial pit 3 was taken to a depth of 1.85m and water filled to a depth of 600mm. No 
infiltration was recorded over a 4 hour period. 
 
Due to the poor infiltration characteristics of the strata, dealing with surface water via 
soakaways will not be a viable solution. 
 
Should you have any questions or require further information please do not hesitate to 
contact me. 
 
Yours faithfully 

 
Robert Ankers 
DIRECTOR 
BETTS ASSOCIATES 


