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Cerys Jones

From: Philip Forster

Sent: 12 April 2016 13:33

To: planning_admin

Subject: FW: Wrexham ref P-2016-0218 Coleg Cambria Bersham Rd demolition-engineering 

building 

Consultation response 

 

From: TownPlanning LNW [mailto:TownPlanningLNW@networkrail.co.uk]  

Sent: 12 April 2016 13:25 
To: Philip Forster 

Subject: Wrexham ref P-2016-0218 Coleg Cambria Bersham Rd demolition-engineering building  

 

P/2016/0218 

Coleg Cambria, Bersham Road, Wrexham, LL13 7UH 

Demolition Of A Range Of Buildings; Consruction Of A New Engineering Building With Classrooms And 

Sprinkler Tank; Extension To Block C To Be Used For Storage Of Materials; Block C To Be Re-Roofed 

And Re-Clad To Match Recently Refurbished Block B; Covered external walkway linking blocks A and B, 

landscaping of site to include new increased car park and soft landscaping 

332651 / 349796 

(our ref WSJ2 201.0320 

 

Network Rail has no objection in principle to the above – but due to the proposal being next to Network Rail land and 
infrastructure and to ensure that no part of the development adversely impacts the safety, operation and integrity of 
the operational railway we would request that the following are issued as conditions to the applicant in the decision 
notice. 
 
RAMS 
Network Rail requests that the developer submit a risk assessment and method statement (RAMS) for the proposal to 
the Network Rail Asset Protection Engineer once the proposal has entered the development and construction phase. 
The RAMS should consider all works to be undertaken within 10m of the operational railway. We require reviewing 
the RAMS to ensure that works on site follow safe methods of working and have taken into consideration any 
potential impact on Network Rail land and the operational railway. The developer should contact Network Rail Asset 
Protection prior to works commencing at AssetProtectionWales@networkrail.co.uk to discuss the proposal and RAMS 
requirements in more detail. 
  
BAPA  
A BAPA (Basic Asset Protection Agreement) will need to be agreed between the developer and Network Rail. The 
developer will be liable for all costs incurred by Network Rail in facilitating this proposal, including any site security, 
possession costs, asset protection costs, and site visits and any review and agreement of proposal documents. 
 
Fencing (Commercial) 
In view of the nature of the development, i.e. commercial, the developer should provide (at their own expense) and 
thereafter maintain a substantial, trespass proof steel palisade fence along the railway boundary to a minimum height 
of 1.8 metres. The 1.8m fencing should be adjacent to the railway boundary and the developer/applicant should make 
provision for its future maintenance and renewal without encroachment upon Network Rail land or air-space. Network 
Rail’s existing fencing / wall must not be removed or damaged and at no point either during construction or after 
works are completed on site should the foundations of the fencing or wall or any embankment therein, be damaged, 
undermined or compromised in any way. Any vegetation on Network Rail land and within Network Rail’s boundary 
must also not be disturbed. Any fencing installed by the applicant must not prevent Network Rail from maintaining its 
own fencing/boundary treatment.  
 
Encroachment 
The developer/applicant must ensure that their proposal, both during construction, and after completion of works on 
site, does not affect the safety, operation or integrity of the operational railway, Network Rail land and its infrastructure 
or undermine or damage or adversely affect any railway land and structures.  
• There must be no physical encroachment of the proposal onto Network Rail land, no over-sailing into Network 

Rail air-space and no encroachment of foundations onto Network Rail land and soil.  
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• All buildings and structures on site including all foundations / fencing foundations must be constructed wholly 
within the applicant’s land ownership footprint.  

• Buildings and structures must not over-sail Network Rail air-space. 
• Any future maintenance must be conducted solely within the applicant’s land ownership.  
• Should the applicant require access to Network Rail land to facilitate their proposal they would need to approach 

the Network Rail Asset Protection Team at least 20 weeks before any works are due to commence on site. The 
applicant would be liable for all costs incurred in facilitating the proposal and an asset protection agreement may 
be necessary to undertake works. Network Rail reserves the right to refuse any works by a third party that may 
adversely impact its land and infrastructure.  

• Any unauthorised access to Network Rail air-space or land will be deemed an act of trespass. 
 
Scaffolding 
Any scaffolding which is to be constructed within 10 metres of the Network Rail / railway boundary must be 
erected in such a manner that at no time will any poles over-sail the railway and protective netting around 
such scaffolding must be installed. The applicant / applicant’s contractor must consider if they can undertake the 
works and associated scaffolding / access for working at height within the footprint of their land ownership boundary. 
The applicant is reminded that when pole(s) are erected for construction or maintenance works, should they topple 
over in the direction of the railway then there must be at least a 3m failsafe zone between the maximum height of the 
pole(s) and the railway boundary.  
 
Vibro-Impact Machinery 
If vibro-compaction machinery / piling machinery or piling and ground treatment works are to be undertaken as 
part of the development, details of the use of such machinery and a method statement must be submitted to 
the Network Rail Asset Protection Engineer.   

• All works shall only be carried out in accordance with the method statement and the works will be 
reviewed by Network Rail. The Network Rail Asset Protection Engineer will need to review such works 
in order to determine the type of soil (e.g. sand, rock) that the works are being carried out upon and 
also to determine the level of vibration that will occur as a result of the piling.  

• The impact upon the railway is dependent upon the distance from the railway boundary of the piling 
equipment, the type of soil the development is being constructed upon and the level of vibration. Each 
proposal is therefore different and thence the need for Network Rail to review the piling details / 
method statement. 

Maximum allowable levels of vibration - CFA piling is preferred as this tends to give rise to less vibration. Excessive 
vibration caused by piling can damage railway structures and cause movement to the railway track as a result of the 
consolidation of track ballast. The developer must demonstrate that the vibration does not exceed a peak particle 
velocity of 5mm/s at any structure or with respect to the rail track. 
 
If vibro-impact equipment is to be used we would request a condition is added to the planning consent as 
follows: 
“Prior to any vibro-impact works on site, a risk assessment and method statement shall be submitted to the 
LPA and Network Rail.” 
Reason – to prevent any piling works and vibration from de-stabilising or impacting the railway. 
 
Demolition 
The demolition works on site must be carried out so that they do not endanger the safe operation of the railway, or the 
stability of the adjoining Network Rail structures and land. The demolition of the existing building(s), due to its close 
proximity to the Network Rail boundary, must be carried out in accordance with an agreed method statement. Review 
of the method statement will be undertaken by the Network Rail Asset Protection Engineer before the development 
and any demolition works on site can commence. Network Rail would like to add that the applicant is strongly 
recommended to employ companies to demolish buildings / structures belonging to the National Federation of 
Demolition Contractors. This will ensure that all demolition works are carried out to professional standards and the 
company itself will also include liability insurance as part of its service and that demolition works on site do not impact 
the safety and performance of the railway. 
Condition: 
“No demolition works shall be undertaken until a demolition methodology statement (including mitigation measures) 
has been submitted to the LPA. The demolition methodology statement strategy shall be implemented in full 
throughout the demolition period.” 
Reason - To safeguard the amenities of nearby residents 
 
Drainage  
Soakaways, as a means of storm/surface water disposal must not be constructed near/within 10 metres of Network 
Rail’s boundary or at any point which could adversely affect the stability of Network Rail’s property. Storm/surface 
water must not be discharged onto Network Rail’s property or into Network Rail’s culverts or drains. Suitable drainage 
or other works must be provided and maintained by the Developer to prevent surface water flows or run-off onto 
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Network Rail’s property. Proper provision must be made to accept and continue drainage discharging from Network 
Rail’s property. Suitable foul drainage must be provided separate from Network Rail’s existing drainage. Once water 
enters a pipe it becomes a controlled source and as such no water should be discharged in the direction of the 
railway. 
 
Excavation 
Network Rail will need to review all excavation and earthworks within 10m of the railway boundary to determine if the 
works might impact upon the support zone of our land and infrastructure as well as determining relative levels in 
relation to the railway. Network Rail would need to be informed of any alterations to ground levels, de-watering or 
ground stabilisation and we would need to agree the works on site to ensure that there is no impact upon critical 
railway infrastructure. When under-taking ground works, developers should take all necessary measurements from 
the boundary with Network Rail land and not the distance from their works to the nearest railway tracks. 
We would request a condition is included in the planning consent as follows: 
Condition: 
“Prior to the commencement of the development full details of ground levels, earthworks and excavations to be 
carried out near to the railway boundary shall be submitted to the Local Planning Authority and Network Rail.” 
Reason: To protect the adjacent railway. 
 
Landscaping  
We would draw the council’s and developer’s attention to the Department of Transport’s ‘Transport Resilience 
Review: A Review of the Resilience of the Transport Network to Extreme Weather Events’ July 2014, which 
states,  “On the railways, trees blown over in the storms caused severe disruption and damage on a number of routes 
and a number of days, particularly after the St Jude's storm on 28th October, and embankment slips triggered by the 
intense rainfall resulted in several lines being closed or disrupted for many days…… 6.29 Finally the problem of trees 
being blown over onto the railway is not confined to those on Network Rail land. Network Rail estimate that over 60% 
of the trees blown over last winter were from outside Network Rail's boundary. This is a much bigger problem for 
railways than it is for the strategic highway network, because most railway lines have a narrow footprint as a result of 
the original constructors wishing to minimise land take and keep the costs of land acquisition at a minimum.” 
 
In light of the above, Network Rail would request that no trees are planted next to the boundary with our land and the 
operational railway. Network Rail would request that only evergreen shrubs are planted and we would request that 
they should be planted a minimum distance from the Network Rail boundary that is equal to their expected mature 
growth height. 
• Trees can be blown over in high winds resulting in damage to Network Rail’s boundary treatments / fencing as 

well as any lineside equipment (e.g. telecoms cabinets, signals) which has both safety and performance issues.  
• Trees toppling over onto the operational railway could also bring down 25kv overhead lines, resulting in serious 

safety issues for any lineside workers or trains.  
• Trees toppling over can also destabilise soil on Network Rail land and the applicant’s land which could result in 

landslides or slippage of soil onto the operational railway.  
• Deciduous trees shed their leaves which fall onto the rail track, any passing train therefore loses its grip on the 

rails due to leaf fall adhering to the rails, and there are issues with trains being unable to break correctly for 
signals set at danger.  

The Network Rail Asset Protection Engineer is to review the landscaping plans. 
 

Network Rail has a duty to provide, as far as is reasonably practical, a railway free from danger or obstruction from 
fallen trees. Trees growing within the railway corridor (i.e. between the railway boundary fences) are the responsibility 
of Network Rail. Trees growing alongside the railway boundary on adjacent land are the primary responsibility of the 
adjoining landowner or occupier.  

All owners of trees have an obligation in law to manage trees on their property so that they do not cause a danger or 
a nuisance to their neighbours. This Duty of Care arises from the Occupiers Liability Acts of 1957 and 1984. A 
landowner or occupier must make sure that their trees are in a safe condition and mitigate any risk to a third party. 
Larger landowners should also have a tree policy to assess and manage the risk and to mitigate their liability. 
 
Parking / Hard Standing Area 
Where a proposal calls for the following adjacent to the boundary with the operational railway or running parallel to the 
operational railway: 

• Hard standing areas  
• Turning Circles 
• Roads, public highways to facilitate access and egress from developments 

Network Rail would very strongly recommend the installation of suitable high kerbs or crash barriers (e.g. Armco 
Safety Barriers).  
 
This is to prevent vehicle incursion from private land and public rights of way impacting upon the safe operation of the 
railway. 
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We would draw the LPA and developer’s attention to the Department of Transport’s, ‘Managing the accidental 
obstruction of the railway by road vehicles,’ (2003) for reference. 
The developer is advised to provide a risk assessment (RVI) to determine what protection should be given to the 
railway and its boundary as a result of placing roads, parking spaces or turning circles adjacent to railway land.  
 
The Road Vehicle Incursion (RVI) Risk should be considered by the developer in conjunction with the LPA and the 
Highways team. A risk assessment will provide a clear framework for any mitigation measures necessary when 
constructing a proposal that includes vehicle parking or vehicle movements adjacent to the railway. 
 

 
Above is a photo of a parked car that was parked on private land that has suffered a hand-brake failure and rolled 
through the boundary fence and down the cutting side onto the railway tracks. 
 
In order to prevent incidents such as the above, Network Rail would request that a condition is included in the 
planning consent as follows: 
“Details of appropriate vehicle safety protection measures along the boundary with the railway shall be submitted to 
the Local Planning Authority (in consultation with Network Rail.” 
Reason: to prevent the design and layout of the road and parking spaces from impacting the adjacent operational 
railway with accidental vehicle incursion. 
Network Rail believes that the condition is necessary and appropriate to this development to protect our infrastructure 
from damage to lineside fencing, or from vehicles accidentally rolling onto the railway and causing a close call.  
 

Regards 
  
Diane Clarke TechRTPI 
Town Planning Technician LNW 
Network Rail  
Town Planning Team LNW 
Desk 122 - Floor 1 
Square One   
4 Travis Street  
Manchester, M1 2NY 
Tel: 0161 880 3598 
Int Tel: 085 50598 
TownPlanningLNW@networkrail.co.uk  
www.networkrail.co.uk/property 

*************************************************** ***********************************
*************************************************** ***********************  

The content of this email (and any attachment) is confidential. It may also be legally privileged or otherwise 
protected from disclosure.  
This email should not be used by anyone who is not an original intended recipient, nor may it be copied or 
disclosed to anyone who is not an original intended recipient.  
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If you have received this email by mistake please notify us by emailing the sender, and then delete the email 
and any copies from your system.  

Liability cannot be accepted for statements made which are clearly the sender's own and not made on behalf 
of Network Rail. 
Network Rail Infrastructure Limited registered in England and Wales No. 2904587, registered office 
Network Rail, 2nd Floor, One Eversholt Street, London, NW1 2DN 

*************************************************** ***********************************
*************************************************** ***********************  


