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BURGER KING
WREXHAM

GROUND FLOOR
VENTILATION

LAYOUT

ALL SUPPLY VENTILATION DUCTWORK TO BE
INSTALLED IN ACCORDANCE WITH HVCA DW144
SPECIFICATION. ALL SUPPLY DUCTWORK SHALL BE
INSULATED IN ACCORDANCE WITH BURGER KING
STANDARD SPECIFICATIONS.

ALL DUCTWORK etc. IS TO BE INSTALLED IN
ACCORDANCE WITH BURGER KING STANDARD
SPECIFICATIONS.

3.

2.

1.

NOTES

ALL GENERAL EXTRACT VENTILATION DUCTWORK
TO BE INSTALLED IN ACCORDANCE WITH HVCA
DW144 SPECIFICATION. ALL EXTRACT DUCTWORK
SHALL BE INSULATED IN ACCORDANCE WITH
BURGER KING STANDARD SPECIFICATIONS.

EXTRACT VENTILATION DUCTWORK SERVING THE
BROILER AND CHIP FRYER TO BE FULLY FIRE RATED
THE DUCTWORK SHALL BE INSTALLED WITH RADIUS
BONDS etc. FLANGED JOINTS AND DAMPERS ARE
NOT TO BE INSTALLED. ACCESS DOORS FOR
CLEANING PURPOSES ARE TO BE INSTALLED AT
1200mm CENTRES.

4.

ALL FLEXIBLE CONNECTORS TO GRILLES TO BE
MAXIMUM 750mm IN LENGTH.

5.

PROPOSED GROUND FLOOR LAYOUT
(1:50)

EXTRACT FAN SCHEDULE
LOCATIONREF AIR VOLUME RESISTANCE (Pa)

KITCHEN CANOPY EXTRACTEF1 0.541 m/s 300 PA

TOILET EXTRACTEF2

3

0.13 m/s 125 PA
3

EXTRACT GRILLE SCHEDULE
LOCATIONREF TYPE SIZE (mm)

DIS WCEG1 GECA 200x200

MALE TOILETSEG2

EG3

EG4

MALE TOILETS

FEMALE TOILETS

150x150

150x150

200x200

EG5

EG6

EG7

EG8

EG9

GECA

GECA

GECA

GECA

GECA

GECA

GECA
GECA

FEMALE TOILETS

CLEANERS STORE

STAFF ROOM 10

STAFF ROOM 11

BIN STORE

200x200

150x150

150x150

150x150

300x300

DOOR GRILLE SCHEDULE
LOCATIONREF TYPE SIZE (mm)

DIS WCDG1 NV3 200x200

MALE TOILETSDG2

DG3

DG4

MALE TOILETS

FEMALE TOILETS

300x300

300x300

150x150

DG5

DG6

DG7

DG8

DG9

FEMALE TOILETS

CLEANERS STORE

STAFF ROOM 10

STAFF ROOM 11

BIN STORE

400x400

200x200

200x2-0

300x300

450x450

NV3

NV3

NV3

NV3

NV3

NV3

NV3

NV3

2250x225mm FIRE RATED
DUCT CONNECTS TO CANOPY
ABOVE.

270x270mm FIRE RATED
DUCTWORK CONNECTS TO
CANOPY ABOVE.

300x300mm FIRE RATED
DUCTWORK AT HIGH LEVEL
C/W ACCESS DOORS AT
1200mm CENTRES

EXISTING MEZZAINE PLANT DECK
FLOOR PLAN (1:50)

300x300mm FIRE RATED DUCT RISES &
ENTERS PLANTROOM

EXHAUST DUCT RUNS TO EXISTING PLENUM

300x300mm EXHAUST ATTENUATOR

KITCHEN CANOPY EXTRACT FAN MOUNTED WITH
AV'S & FLEXIBLE CONNECTIONS 0.541 m³/s AT 300
PA.

300x300mm EXTRACT ATTENUATOR.

2 STAGE KITCHAVENT CARBON FILTER

INLINE ELECTROSTATIC FILTRATION UNIT

PLENUM TO EXISTING 1950x950mm EXTERNAL
LOUVRE TO BE REPLACE WITH NEW TO
ACCOMMODATE EXISTING AHU EXHAUST DUCT,
TOILET EXTRACT & BROILER EXTRACT

EXISTING AHU EXHAUST DUCTWORK RECONNECTS
TO NEW LOUVRE MODIFIED AND CONNECTED TO
NEW EXHAUST PLENUM

300x300mm FIRE RATED DUCTWORK C/W CLEAN
OUT DOORS EVERY 1200mm CONNECTS TO
PLENUM

100Ø

250Ø

100Ø
100Ø

200Ø

300Ø

Kitchen

Dry Storage

Walk in Freezer

Walk in Fridge

Bin Store

Plant Room

Staff Room

Stack Office

Female Toilets

Lobby

Male Toilets

DDA
Toilet

100Ø

100Ø

150Ø

150Ø

REFER TO PLANT
ROOM LAYOUT

300x2
50

SERVE BIN STORE STAFF WC INLINE
FAN 0.26 m³/s @ 120 PA ON PIRS

CUSTOMER WC INLINE FAN 0.18
m³/s @ 140 PA ON PIR

100Ø

100Ø

2N0 600 X 600 EXISTING
SUPPLY GRILLES RELOCATED
AND DUCTWORK MODIFIED TO
SUIT.

2NO 600 x 600 EXISTING
EXTRACT GRILLES TO BE
RELOCATED.

NOTE
EXISTING AIR CONDITIONING CASSETTE UNITS
TO BE RELOCATED TO SUIT THE REVISED UNIT LAYOUT.
NO CASSETTES TO BE INSTALLED IN THE KITCHEN AREA.
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