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Anson Court
Atlantic Wharf
Cardiff CF10 4AL

File: Glan Gors Model.dwg

Network: Surface Water Dra...

Date 19 July 2013
File Surface Water Network...

Designed by nick.lewis
Checked by

Micro
Drainage’

Causeway

Network 2013.1.1

Summary of Results for

360 minute 2 year Winter

(Adoptable Surface Water.sws)

Margin for Flood Risk Warning (mm) 0.0
Analysis Timestep Fine
DTS Status ON

DVD Status OFF
Inertia Status OFF

Water Surcharged Flooded Pipe
US/MH Level Depth Volume Flow / Overflow Flow
PN Name (m) (m) (m3) Cap. (1/s) (1/s) Status

1.000 SW1l 56.856 -0.198 0.000 0.03 0.0 1.3 OK
1.001 SW2 56.772 -0.194 0.000 0.05 0.0 1.7 OK
2.000 SW2A 57.203 -0.211 0.000 0.01 0.0 1.1 OK
1.002 SW3 56.686 -0.183 0.000 0.08 0.0 3.2 OK
1.003 SW4 56.499 -0.131 0.000 0.18 0.0 5.6 OK
3.000 SW4A 56.970 -0.217 0.000 0.01 0.0 0.8 OK
1.004 SW5 56.497 -0.083 0.000 0.18 0.0 6.6 OK
1.005 SW6 56.492 0.001 0.000 0.17 0.0 6.5 SURCHARGED
1.006 SW7 56.486 0.118 0.000 0.24 0.0 7.0 SURCHARGED
1.007 Sw8 HB 56.484 0.144 0.000 0.09 0.0 3.3 SURCHARGED
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