
 
 

 
 

SUBJECT   Masonry Loads to BS6399
 

Masonry 

 
Area loadings 

   
External wall 100 Brick 2.1

 100 Block 2.2

 Plaster 0.25

   

   

   
External wall 215 Brick 4.5
 Plaster 0.25
   

  4.8

   
   
Internal wall 320 Brick 6.7
 Plaster 0.25
 Plaster 0.25

  7.2

   
Internal wall 100 Block 2.2
 Plaster 0.25
 Plaster 0.25
   

  2.7

   
Internal wall 140 Block 2.6
 Plaster 0.25
 Plaster 0.25
   

  3.1

   
Internal stud  Stud 0.1
partition Noggins 0.1
 Plaster board  
 + skim 0.25
 Plaster board  
 + skim 0.25

  0.7

 
 
 
 
 
 
 
 
 
 

 

Loads to BS6399 

 

 

 

     
2.1      

2.2   Ext lead 2.1  

0.25   Int leaf 2.5  

     

kN/m2   4.6 kN/m

     
4.5      
0.25      

     

4.8 kN/m2     

     
     

6.7      
0.25      
0.25      

7.2 kN/m2     

     
2.2      
0.25      
0.25      

     

2.7 kN/m2     

     
2.6      
0.25      
0.25      

     

3.1 kN/m2     

     
0.1      
0.1      

     
0.25      

     
0.25      

0.7 kN/m2     
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