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GENERAL
1. ALL DRAWINGS TO BE READ IN CONJUNCTION WITH THE SPECIFICATION

2. ALL DRAWINGS TO BE READ IN CONJUNCTION WITH THE RELEVANT
ARCHITECTURAL AND STRUCTURAL DRAWINGS.

3. ALL DIMENSIONS ARE IN MILLIMETRES UNLESS NOTED OTHERWISE.

4. ALL LEVELS ARE IN METRES RELATIVE TO ORDNANCE DATUM.

5. ALL DIMENSIONS ARE TO BE CHECKED ON SITE BY THE CONTRACTOR
PRIOR TO THE COMMENCEMENT OF CONSTRUCTION
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S1 SUITABLE FOR COSTING

FOUL WATER MANHOLE SCHEDULE
MANHOLE

REF
COVER

LEVEL (m)
INVERT

LEVEL (m)
OUTGOING
PIPE SIZE

DEPTH TO
INVERT (m)

DEPTH TO
SOFFIT (m)

MANHOLE
TYPE

CHAMBER
DIA

COVER TYPE REMARKS REVISION

FWMH A 86.54 85.59 100 0.95 0.85 PPIC 600 D400

FWMH B 86.54 85.54 100 1.00 0.90 PPIC 600 D400

FWMH C 86.54 85.37 100 1.17 1.07 PPIC 600 D400

FWMH D 87.15 85.11 100 2.04 1.94 B 1200 B125 BACKDROP ON DOWNSTREAM PIPE AT 85.000 TO REACH EXISTING MANHOLE

SURFACE WATER MANHOLE SCHEDULE
MANHOLE

REF
COVER

LEVEL (m)
INVERT

LEVEL (m)
OUTGOING
PIPE SIZE

DEPTH TO
INVERT (m)

DEPTH TO
SOFFIT (m)

MANHOLE
TYPE

CHAMBER
DIA

COVER TYPE REMARKS REVISION

SWMH 01 85.35 84.05 150 1.30 1.15 E 1200 D400 OUTFALLS INTO PPS 01

SWMH 02 86.08 85.45 225 0.63 0.40 F 1200 D400 INCOMING PIPE FROM PPS 01. PIPE ENCASED IN CONCRETE

SWMH 03 86.50 85.25 225 1.25 1.03 E 1350 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 04 86.60 85.05 150 1.55 1.40 B 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 05 86.60 84.85 300 1.75 1.45 B 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 06 87.35 86.30 150 1.05 0.90 F 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 07 87.35 86.05 150 1.30 1.15 E 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 08 86.93 85.93 150 1.00 0.85 F 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 09 86.95 85.66 225 1.29 1.07 E 1200 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 10 86.90 84.80 375 2.10 1.73 B 1500 D400 CATCH PIT MANHOLE. OUTGOING PIPE PERFORATED

SWMH 11 86.44 85.02 300 1.43 1.13 E 1350 B125

SWMH 12 87.20 84.73 375 2.48 2.10 B 1500 B125
HYDROBRAKE OPTIMIM MD-SHE-0095-5400-2000-5400 WITHIN CHAMBER
WITH SUMP
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