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LOTS /7 RAILS / PLATES SCHEDULE

FLOOR SLOT FOR INCOMING / OUTGOING HV CABLES TO
HV SWITCHGEAR

FLOOR SLOT FOR LV (AC) CABLES BETWEEN
TRANSFORMER AND RESPECTIVE ACB CUBICLES PLUS
INTERNAL AND EXTERNAL EARTH CABLES / TAPES &
CLIENT MONITORING CABLES

FLOOR SLOT FOR LV [AC) CABLES INTO AND OUT OF
ACB / G59 / DB CUBICLE

FLOOR SLOT FOR LV [AC) CABLES INTO INVERTER AC
SECTION

FLOOR SLOT FOR DC CABLES INTO INVERTER DC
SECTIONIS)

FLOOR SLOT FOR EXTERNAL EARTH CABLES / TAPES &
CLIENT MONITORING CABLES

WALL SLOT FOR LV [AC) CABLES BETWEEN
TRANSFORMER (E-HOUSE) AND RESPECTIVE ACB
CUBICLES [I-HOUSE)

MATRIX OF UNISTRUT RAILS FIXED TO CONTAINER WALL
FOR MOUNTING OF PANEL / EARTH BAR / CABLES

MATRIX OF UNISTRUT RAILS FIXED TO CONTAINER WALL
FOR SUPPORT OF LV [AC) CABLES TO TRANSFORMER

Smm BLANK GLAND PLATE WITH M10 FIXING BOLTS TO
UNDERSIDE OF CONTAINER (SIZED AS SHOWN)

2000mm x 1250mm x Smm GP03 INSULATION PANEL
FIXED TO WALL WITH UNISTRUT BRACKETS

2200mm x 960mm STEEL FLOOR BASE PLATE TO ALLOW
4500kg SLIDING WEIGHT OF TRANSFORMER WITH HV
CABLE SLOTS AS SHOWN

MATRIX OF UNISTRUT RAILS FIXED TO CONTAINER
DOORS FOR MOUNTING OF BOARDS/PANELS/EARTH
BARS
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