Notes Legend

1. Information shown on this drawing is preliminary and should not
be used for construction.

2. This preliminary design is based on NIA site plan
AR-ARC-00-PL-100-021 Rev N dated September 2013. — ——— — Proposed storm sewer

3. Refer to drawing P030-ARU-C-A00-BG-DT-200, 201

—  ——  —— Proposed foul sewer

and 202 for drainage details. O Proposed foul manhole
4. Information shown on this drawing is indicative only and subject to
detailed design and consents from the relevant authorities. o Proposed storm manhole

5. All petrol interceptors to have vent pipe and alarm control o
system. — - —— - — Existing foul sewer
6. All proposed linear drainage channels to be ACO M150D 0.0, -
overall depth to be 210mm unless otherwise stated. O Existing foul manhole
7. Refer to Schedules P030-ARU-C-A00-BG-SH-110 and
P030-ARU-C-A00-BG-SH-111 for surface water and foul e Proposed road gully
manhole schedules. )
8. BAM to confirm IL of DCWW manholes before detailed design @ Proposed attenuation cell
and construction. ) i
9. This drawing is produced solely for the purpose of demonstrating X Proposed storm manhole with flow control device
overland flow routes. For drainage layout see Drawing No. i
P030-ARU-C-A00-BG-GA-100. [ ] Proposed petrol interceptor

10. The storm event that causes the flooding shown on this drawing is
a 15 minute Summer 1 in 1000 year +30% for climate change
storm event.

™ Proposed outfall headwall

Proposed storm linear drainage channel

Proposed foul linear drainage channel

Proposed foul and storm stack / sump
locations

Proposed rainwater harvesting tank
Proposed kerb drainage

Proposed filter drain

\ if.:.:.ji(l"ﬁ D Proposed storm pumping station
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Proposed storm rising main 80mm diameter
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Proposed foul rising main 80mm diameter

=== ~ HDPE
== =
= . Concrete slab
= S\ o227

Extent of Flooded Area <50mm
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Extent of flooding 50 - 100mm
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