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SAFETY, HEALTH AND ENVIRONMENTAL INFORMATION
Refer to the relevant Construction (Design and Management) documentation where
applicable.

It is assumed that all works on this drawing will be carried out by a competent
contractor, working where appropriate to an approved method statement.
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NOTES:

1. THIS DRAWING IS BASED ON THE SITE
MASTERPLAN AS ISSUED BY CAPITA ON 08.08.2014.

2. ALL MANHOLES ARE 1200Ø PC CONCRETE UNLESS
OTHERWISE SHOWN.
INSPECTION CHAMBERS ARE 450Ø PPIC WITH
CONCRETE SURROUND.
INSPECTION CHAMBERS, 1.2m AVERAGE DEPTH.

3. ALL BRANCH CONNECTIONS FROM CHANNELS AND
GULLIES ARE 150Ø VC.

4. PIPE SIZES AND MANHOLE DEPTHS ARE APPROX.
AND SUBJECT TO DETAIL DESIGN.

5. HYDROBRAKE CONTROLS FOR SW ATTENUATION
ARE SUBJECT TO CONFIRMATION OF EXISTING
DRAINAGE LEVELS & APPROVED DISCHARGE
RATES.

6. PIPEWORK UP TO 225Ø TO BE VC.
300Ø AND ABOVE TO BE CONCRETE.

7. ALL PIPEWORK BELOW BUILDING FLOOR SLABS TO
BE DUCTILE IRON.

8. SW DRAINS TO BUILDINGS SUBJECT TO
CONFIRMATION OF RWP SIZES AND LOCATIONS.
ROAD DRAINAGE SHOWN IS INDICATIVE ONLY AND
SUBJECT TO FINALISED LEVELS.

9. RWHT DESIGN & ASSOCIATED WATER SUPPLY
PIPEWORK BY HOARE-LEA.


